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PREREQUISITE: INTEGRATIVE PROJECT PLANNING AND DESIGN
Required

This prerequisite applies to:
e Healthcare

Intent

Maximize opportunities for integrated, cost-effective adoption of green design and construction strategies,
emphasizing human health as a fundamental evaluative criterion for building design, construction and
operational strategies. Utilize innovative approaches and techniques for green design and construction.

Requirements

HEALTHCARE

Use cross-discipline design and decision making, beginning in the programming and pre-design phase. At a
minimum, ensure the following process:

Owner’s Project Requirements Document. Prepare an Owner’s Project Requirements (OPR) document.
Develop a health mission statement and incorporate it in the OPR. The health mission statement must
address "triple bottom line" values—economic, environmental and social. Include goals and strategies to
safeguard the health of building occupants, the local community and the global environment, while creating a
high-performance healing environment for the building’s patients, caregivers and staff.

Preliminary Rating Goals. As early as practical and preferably before schematic design, conduct a
preliminary LEED meeting with a minimum of four key project team members and the owner or owner’s
representative. As part of the meeting, create a LEED® action plan that, at a minimum:
= Determines the LEED certification level to pursue (Certified, Silver, Gold, or Platinum);
= Selects the LEED credits to meet the targeted certification level; and
= |dentifies the responsible parties to ensure the LEED requirements for each prerequisite and selected
credit are met.

Integrated Project Team. Assemble an integrated project team and include as many of the following
professionals as feasible (minimum of four), in addition to the owner or owner’s representative.

e  Owner’s capital budget performance testing e  Civil engineer
manager agents e Landscape architect
e  Architect or building e  Green building or e  Ecologist
designer sustainable design e Land planner
e  Mechanical engineer consultant e  Construction manager or
e  Structural engineer e  Facility green teams general contractor
. Energy modeler . Physician and nursing . Life cycle cost analyst;
. Equipment planner teams construction cost
. Acoustical consultant . Facility managers estimator
e  Telecommunications e  Environmental services e  Lighting Designer
designer staff e  Other disciplines
e  Controls designer e  Functional and space appropriate to the specific
. Food Service Consultant programmers project type
e  Commissioning agent
. Infection Control Staff . Community
. Building science or representatives

Design Charrette. As early as practical and preferably before schematic design, conduct a minimum
four-hour, integrated design charrette with the project team as defined above. The goal is to optimize the
integration of green strategies across all aspects of building design, construction and operations, drawing
on the expertise of all participants.
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CREDIT: INTEGRATIVE PROCESS

BD&C

1 point

This credit applies to

New Construction
Core & Shell
Schools

Retail

Data Centers
Warehouses & Distribution Centers
Hospitality
Healthcare

Intent

To support high-performance, cost-effective project outcomes through an early analysis of the
interrelationships among systems.

Requirements

NC, CS, SCcHOOLS, RETAIL, DATA CENTERS, WAREHOUSES & DISTRIBUTION CENTERS, HOSPITALITY,
HEALTHCARE

Beginning in pre-design and continuing throughout the design phases, identify and use opportunities to
achieve synergies across disciplines and building systems. Use the analyses described below to inform
the owner’s project requirements (OPR), basis of design (BOD), design documents, and construction
documents.

Energy-Related Systems

Discovery: Perform a preliminary “simple box” energy modeling analysis before the completion of
schematic design that explores how to reduce energy loads in the building and accomplish related
sustainability goals by questioning default assumptions. Assess at least two potential strategies
associated with the following:

e Site conditions. Assess shading, exterior lighting, hardscape, landscaping, and adjacent site
conditions.

e Massing and orientation. Assess massing and orientation affect HVAC sizing, energy
consumption, lighting, and renewable energy opportunities.

e Basic envelope attributes. Assess insulation values, window-to-wall ratios, glazing
characteristics, shading, and window operability.

e Lighting levels. Assess interior surface reflectance values and lighting levels in occupied
spaces.

e Thermal comfort ranges. Assess thermal comfort range options.

e Plug and process load needs. Assess reducing plug and process loads through
programmatic solutions (e.g., equipment and purchasing policies, layout options).

e Programmatic and operational parameters. Assess multifunctioning spaces, operating
schedules, space allotment per person, teleworking, reduction of building area, and
anticipated operations and maintenance.

Implementation: Document how the above analysis informed design and building form decisions in
the project’s OPR and BOD and the eventual design of the project, including the following, as
applicable:
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Building and site program;

Building form and geometry;

Building envelope and fagade treatments on different orientations;

Elimination and/or significant downsizing of building systems (e.g., HVAC, lighting, controls,
Exterior materials, interior finishes, and functional program elements); and

e Other systems.

AND

Water-Related Systems

Discovery: Perform a preliminary water budget analysis before the completion of schematic design that
explores how to reduce potable water loads in the building and accomplish related sustainability goals.
Assess and estimate the project’s potential nonpotable water supply sources and water demand volumes,
including the following:

¢ Indoor water demand. Assess flow and flush fixture design case demand volumes, calculated
in accordance with WE Prerequisite Indoor Water Use Reduction.

¢ Qutdoor water demand. Assess landscape irrigation design case demand volume calculated
in accordance with WE Credit Outdoor Water-Use Reduction.

e Process water demand. Assess kitchen, laundry, cooling tower, and other equipment demand
volumes, as applicable.

e Supply sources. Assess all potential nonpotable water supply source volumes, such as on-
site rainwater and graywater, municipally supplied nonpotable water, and HVAC equipment
condensate.

Implementation: Document how the above analysis informed building and site design decisions in
the project’'s OPR and BOD. Demonstrate how at least one on-site nonpotable water supply source
was analyzed to reduce the burden on municipal supply or wastewater treatment systems by
contributing to at least two of the water demand components listed above. Demonstrate how the
analysis informed the design of the project, including the following, as applicable:

plumbing systems;

sewage conveyance and/or on-site treatment systems;
rainwater quantity and quality management systems;
landscaping, irrigation, and site elements;

roofing systems and/or building form and geometry; and
other systems.

11
Updated to reflect the July 8, 2017 LEED v4 Building Design and Construction Addenda



LOCATION AND TRANSPORATION (LT)

LT CrREDIT: LEED FOR NEIGHBORHOOD DEVELOPMENT LOCATION

BD&C

3-16 points

This credit applies to

New Construction (8—16 points)
Core & Shell (820 points)
Schools (8-15 points)

Retail (8—16 points)

Data Centers (8—16 points)
Warehouses & Distribution Centers (8—16 points)
Hospitality (8—16 points)
Healthcare (5-9 points)

Intent

To avoid development on inappropriate sites. To reduce vehicle distance traveled. To enhance livability
and improve human health by encouraging daily physical activity.

Requirements

NC, CS, SCHOOLS, RETAIL, DATA CENTERS, WAREHOUSES & DISTRIBUTION CENTERS, HOSPITALITY,
HEALTHCARE

Locate the project within the boundary of a development certified under LEED for Neighborhood
Development (Stage 2 or Stage 3 under the Pilot or 2009 rating systems, Certified Plan or Certified
Project under the LEED v4 rating system).

Projects attempting this credit are not eligible to earn points under other Location and Transportation
credits.

Table 1. Points for LEED ND location.

. . Points
Certification level Points BD&C Points Points BD&C BD&C
BD&C (Core | (Schools) (Healthcare)
and Shell)
Certified 8 8 8 5
Silver 10 12 10 6
Gold 12 16 12 7
Platinum 16 20 15 9

Updated to reflect the July 8, 2017 LEED v4 Building Design and Construction Addenda

12



LT CREDIT: SENSITIVE LAND PROTECTION

BD&C

1-2 points

This credit applies to

New Construction (1 point)
Core & Shell (2 points)
Schools (1 point)

Retall (1 point)

Data Centers (1 point)
Warehouses & Distribution Centers (1 point)
Hospitality (1 point)
Healthcare (1 point)

Intent

To avoid the development of environmentally sensitive lands and reduce the environmental impact from
the location of a building on a site.

Requirements

NC, CS, SCHOOLS, RETAIL, DATA CENTERS, WAREHOUSES & DISTRIBUTION CENTERS, HOSPITALITY,
HEALTHCARE

Option 1.
Locate the development footprint on land that has been previously developed.

OR

Option 2.
Locate the development footprint on land that has been previously developed or that does not meet the
following criteria for sensitive land:

¢ Prime farmland. Prime farmland, unique farmland, or farmland of statewide or local importance as
defined by the U.S. Code of Federal Regulations, Title 7, Volume 6, Parts 400 to 699, Section
657.5 (or local equivalent for projects outside the U.S.) and identified in a state Natural
Resources Conservation Service soil survey (or local equivalent for projects outside the U.S.).

e Floodplains. A flood hazard area shown on a legally adopted flood hazard map or otherwise
legally designated by the local jurisdiction or the state. For projects in places without legally
adopted flood hazard maps or legal designations, locate on a site that is entirely outside any
floodplain subject to a 1% or greater chance of flooding in any given year.

e Habitat. Land identified as habitat for the following:

o species listed as threatened or endangered under the U.S. Endangered Species Act or
the state’s endangered species act, or

o species or ecological communities classified by NatureServe as GH (possibly extinct), G1
(critically imperiled), or G2 (imperiled), or

o species listed as threatened or endangered specifies under local equivalent standards
(for projects outside the U.S.) that are not covered by NatureServe data.

e Water bodies. Areas on or within 100 feet (30 meters) of a water body, except for minor
improvements.

o Wetlands. Areas on or within 50 feet (15 meters) of a wetland, except for minor improvements.

Minor improvements within the wetland and water body buffers may be undertaken to enhance
appreciation of them, provided such facilities are open all building users. Only the following improvements
are considered minor:
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Bicycle and pedestrian pathways no more than 12 feet wide (3.5 meters), of which no more than
8 feet (2.5 meters) may be impervious;
Activities to maintain or restore native natural communities and/or natural hydrology;
One single-story structure per 300 linear feet (90 linear meters) on average, not exceeding 500
square feet (45 square meters);
Grade changes necessary to ensure public access;
Clearings, limited to one per 300 linear feet (90 linear meters) on average, not exceeding 500
square feet (45 square meters) each;
Removal of the following tree types:

o Hazardous trees, up to 75% of dead trees

o Trees less than 6 inches (150 millimeters) diameter at breast height

o Up to 20% of trees more than 6 inches (150 millimeters) diameter at breast height with a

condition rating of 40% or higher.

o Trees under 40% condition rating
The condition rating must be based on an assessment by an arborist certified by the International
Society of Arboriculture (ISA) using ISA standard measures, or local equivalent for projects
outside the U.S.
Brownfield remediation activities.

14
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LT CrREDIT: HIGH-PRIORITY SITE

BD&C

2-3 points

This credit applies to

New Construction (1-2 points)
Core & Shell (2-3 points)
Schools (1-2 points)

Retail (1-2 points)

Data Centers (1-2 points)
Warehouses & Distribution Centers (1-2 points)
Hospitality (1-2 points)
Healthcare (1-2 points)

Intent

To encourage project location in areas with development constraints and promote the health of the
surrounding area.

Requirements

NC, CS, SCcHOOLS, RETAIL, DATA CENTERS, WAREHOUSES & DISTRIBUTION CENTERS, HOSPITALITY,
HEALTHCARE

Option 1. Historic District (1 point BD&C except Core and Shell, 2 points Core and Shell)
Locate the project on an infill location in a historic district.

OR

Option 2. Priority Designation (1 point BD&C except Core and Shell, 2 points Core and Shell)

Locate the project on one of the following:
e asite listed by the EPA National Priorities List;

a Federal Empowerment Zone site;

a Federal Enterprise Community site;

a Federal Renewal Community site;

a Department of the Treasury Community Development Financial Institutions Fund Qualified Low-

Income Community (a subset of the New Markets Tax Credit Program);

e asiteina U.S. Department of Housing and Urban Development’s Qualified Census Tract (QCT)
or Difficult Development Area (DDA); or

e alocal equivalent program administered at the national level for projects outside the U.S.

OR
Option 3. Brownfield Remediation (2 points BD&C except Core and Shell, 3 points Core and Shell)
Locate on a brownfield where soil or groundwater contamination has been identified, and where the

local, state, or national authority (whichever has jurisdiction) requires its remediation. Perform
remediation to the satisfaction of that authority.
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LT CREDIT: SURROUNDING DENSITY AND DIVERSE USES

BD&C

1-6 points

This credit applies to

New Construction (1-5 points)
Core & Shell (1-6 points)
Schools (1-5 points)

Retail (1-5 points)

Data Centers (1-5 points)
Warehouses & Distribution Centers (1-5 points)
Hospitality (1-5 points)
Healthcare (1 points)

Intent

To conserve land and protect farmland and wildlife habitat by encouraging development in areas with
existing infrastructure. To promote walkability, and transportation efficiency and reduce vehicle distance
traveled. To improve public health by encouraging daily physical activity.

Requirements

NC, CS, SCHOOLS, RETAIL, DATA CENTERS, HOSPITALITY

Option 1. Surrounding Density (2-3 points BD&C except Core and Shell, 2-4 points Core and
Shell)

Locate on a site whose surrounding existing density within a ¥-mile (400-meter) radius of the project
boundary meets the values in Table 1. Use either the “separate residential and nonresidential densities’
or the “combined density” values.

Table 1a. Points for average density within 1/4 mile of project (IP units)

Combined Separate residential and nonresidential Points Points

density densities BD&C BD&C
(except | (Core
Core and
and Shell)
Shell)

Square feet per | Residential Nonresidential

acre of buildable | density (DU/acre) | density (FAR)

land

22,000 7 0.5 2 2

35,000 12 0.8 3 4

Table 1b. Points for average density within 400 meters of project (Sl units)

Combined Separate residential and nonresidential Points | Points

density densities BD&C | BD&C
(except
Core
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and (Core
Shell) and
Shell)
Square meters Residential Nonresidential
per hectare of density density (FAR)
buildable land (DU/hectare)
5,050 17.5 0.5 2 2
8,035 30 0.8 3 4

DU = dwelling unit; FAR = floor-area ratio.

Schools only
Physical education spaces that are part of the project site, such as playing fields and associated buildings

used during sporting events only (e.g., concession stands) and playgrounds with play equipment, are
excluded from the development density calculations.

AND/OR
Option 2. Diverse Uses (1-2 points)

Construct or renovate a building or a space within a building such that the building’s main entrance is
within a ¥2-mile (800-meter) walking distance of the main entrance of four to seven (1 point) or eight or
more (2 points) existing and publicly available diverse uses (listed in Appendix 1).

The following restrictions apply.
e Ause counts as only one type (e.g., a retail store may be counted only once even if it sells
products in several categories).
o No more than two uses in each use type may be counted (e.g. if five restaurants are within
walking distance, only two may be counted).
e The counted uses must represent at least three of the five categories, exclusive of the building’s
primary use.

WAREHOUSES & DISTRIBUTION CENTERS

Option 1. Development and Adjacency (2-3 points)

Construct or renovate the project on a previously developed site that was used for industrial or
commercial purposes. (2 points).

OR

Construct or renovate the project on a site that is both a previously developed and an adjacent site. The
adjacent sites must be currently used for industrial or commercial purposes (3 points).

AND/OR
Option 2. Transportation Resources (1-2 points)

Construct or renovate the project on a site that has two or three (1 point) or four (2 points) of the following
transportation resources:
e The site is within a 10-mile (16 kilometer) driving distance of a main logistics hub, defined as an
airport, seaport, intermodal facility, or freight village with intermodal transportation.
e The site is within a 1-mile (1600-meter) driving distance of an on-off ramp to a highway.
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e The site is within a 1-mile (1600-meter) driving distance of an access point to an active freight rail
line.
e The site is served by an active freight rail spur.

In all cases, a planned transportation resource must be sited, funded, and under construction by the date
of the certificate of occupancy and complete within 24 months of that date.

HEALTHCARE
Option 1. Surrounding Density (1 point)

Locate on a site whose surrounding existing density within a ¥-mile (400-meter) radius of the project
boundary is:

1. Atleast 7 dwelling units per acre (17.5 DU per hectare) with a 0.5 floor-area ratio. The
counted density must be existing density, not zoned density, or
2. Atleast 22,000 square feet per acre (5 050 square meters per hectare) of buildable land.

For previously developed existing rural healthcare campus sites, achieve a minimum development
density of 30,000 square feet per acre (6890 square meters per hectare).

OR
Option 2. Diverse Uses (1 point)

Construct or renovate a building on a site such that the building’s main entrance is within a ¥2-mile (800-
meter) walking distance of the main entrance of at least seven operational and publicly accessible uses
(listed in Appendix 1).

The following restrictions apply.
e A use may be counted as only one type (e.g., a retail store may be counted only once even if it
sells products in several categories).
¢ No more than two uses in each use type may be counted (e.g., if five restaurants are within
walking distance, only two may be counted).
e The counted uses must represent at least three of the five categories, exclusive of the building’s
primary use.
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LT CREDIT: ACCESS TO QUALITY TRANSIT

BD&C

1-6 points

This credit applies to

New Construction (1-5 points)
Core & Shell (1-6 points)
Schools (1-4 points)

Data Centers (1-5 points)
Warehouses & Distribution Centers (1-5 points)
Hospitality (1-5 points)

Retail (1-5 points)

Healthcare (1-2 points)

Intent

To encourage development in locations shown to have multimodal transportation choices or otherwise
reduced motor vehicle use, thereby reducing greenhouse gas emissions, air pollution, and other
environmental and public health harms associated with motor vehicle use.

Requirements

NC, CS, DATA CENTERS, WAREHOUSES & DISTRIBUTION CENTERS, HOSPITALITY, RETAIL

Locate any functional entry of the project within a ¥-mile (400-meter) walking distance of existing or
planned bus, streetcar, or rideshare stops, or within a ¥2-mile (800-meter) walking distance of existing or
planned bus rapid transit stops, light or heavy rail stations, commuter rail stations, or commuter ferry
terminals. The transit service at those stops and stations in aggregate must meet the minimums listed in
Tables 1 and 2. Planned stops and stations may count if they are sited, funded, and under construction
by the date of the certificate of occupancy and are complete within 24 months of that date.

Both weekday and weekend trip minimums must be met.

e Qualifying transit routes must have paired route service (service in opposite directions).

e For each qualifying transit route, only trips in one direction are counted towards the threshold.

e If a qualifying transit route has multiple stops within the required walking distance, only trips from
one stop are counted towards the threshold.

Table 1. Minimum daily transit service for projects with multiple transit types (bus, streetcar, rail,
or ferry)

Weekday | Weekend | Points BD&C Points BD&C (Core
trips trips (except Core and shell
and Shell)
72 40 1 1
144 108 3 3
360 216 5 6

Table 2. Minimum daily transit service for projects with commuter rail or ferry service only

Weekday trips Weekend trips Points
24 6 1
40 8 2
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60 12 3

Projects served by two or more transit routes such that no one route provides more than 60% of the
documented levels may earn one additional point, up to the maximum number of points.

If existing transit service is temporarily rerouted outside the required distances for less than two years, the
project may meet the requirements, provided the local transit agency has committed to restoring the
routes with service at or above the prior level.

SCHOOLS

Option 1. Transit-Served Location (1-4 points)

Locate any functional entry of the project within a %-mile (400-meter) walking distance of existing or
planned bus, streetcar, or rideshare stops, or within a ¥2-mile (800-meter) walking distance of existing or
planned bus rapid transit stops, light or heavy rail stations, commuter rail stations or commuter ferry
terminals. The transit service at those stops and stations must meet the minimums listed in Tables 1 and
2. Planned stops and stations may count if they are sited, funded, and under construction by the date of
the certificate of occupancy and are complete within 24 months of that date.

e Qualifying transit routes must have paired route service (service in opposite directions).

e For each qualifying transit route, only trips in one direction are counted towards the threshold.

e If a qualifying transit route has multiple stops within the required walking distance, only trips from
one stop are counted towards the threshold.

Table 1. Minimum daily transit service for projects with multiple transit types (bus, streetcar, rail,
or ferry)

Weekday trips Points
72 1
144 2
360 4

Table 2. Minimum daily transit service for projects with commuter rail or ferry service only

Weekday trips Points
24 1
40 2
60 3

Projects served by two or more transit routes such that no one route provides more than 60% of the
prescribed levels may earn one additional point, up to the maximum number of points.

If existing transit service is temporarily rerouted outside the required distances for less than two years, the
project may meet the requirements, provided the local transit agency has committed to restoring the
routes with service at or above the prior level.

OR
Option 2. Pedestrian Access (1-4 points)

Show that the project has an attendance boundary such that the specified percentages of students live
within no more than a 3/4-mile (1200-meter) walking distance (for grades 8 and below, or ages 14 and
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below), and 1 1/2-mile (2400-meter) walking distance (for grades 9 and above or ages 15 and above) of a

functional entry of a school building. Points are awarded according to Table 3.

Table 3. Points for student population within walking distance

Percentage of students Points
50% 1
60% 2
70% or more 4

In addition, locate the project on a site that allows pedestrian access to the site from all residential

neighborhoods that house the planned student population.

HEALTHCARE

Locate any functional entry of the project within a ¥%-mile (400-meter) walking distance of existing or

planned bus, streetcar, or rideshare stops, or within a ¥%-mile (800-meter) walking distance of existing or

planned bus rapid transit stops, light or heavy rail stations, commuter rail stations or commuter ferry

terminals. The transit service at those stops and stations in aggregate must meet the minimums listed in

Tables 1 and 2. Planned stops and stations may count if they are sited, funded, and under construction
by the date of the certificate of occupancy and are complete within 24 months of that date.

Both weekday and weekend trip minimums must be met.

¢ Qualifying transit routes must have paired route service (service in opposite directions).
e For each qualifying transit route, only trips in one direction are counted towards the threshold.

¢ If a qualifying transit route has multiple stops within the required walking distance, only trips from
one stop are counted towards the threshold.

Table 1. Minimum daily transit service for projects with multiple transit types (bus, streetcar, rail,

or ferry).
Weekday trips Weekend trips Points
72 40 1
144 108 2

Table 2. Minimum daily transit service for projects with commuter rail or ferry service only

Weekday trips Weekend trips Points
24 6 1
40 8 2

Projects served by two or more transit routes such that no one route provides more than 60% of the
prescribed levels may earn one additional point, up to the maximum number of points.

If existing transit service is temporarily rerouted outside the required distances for less than two years, the

project may meet the requirements, provided the local transit agency has committed to restoring the

routes with service at or above the prior level.
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LT CREDIT: BICYCLE FACILITIES

BD&C

1 point

This credit applies to

New Construction (1 point)
Core & Shell (1 point)
Schools (1 point)

Data Centers (1 point)
Warehouses & Distribution Centers (1 point)
Hospitality (1 point)

Retail (1 point)

Healthcare (1 point)

Intent

To promote bicycling and transportation efficiency and reduce vehicle distance traveled. To improve
public health by encouraging utilitarian and recreational physical activity.

Requirements

NC, CS, DATA CENTERS, WAREHOUSES & DISTRIBUTION CENTERS, HOSPITALITY

Bicycle Network

Design or locate the project such that a functional entry or bicycle storage is within a 200-yard (180-
meter) walking distance or bicycling distance from a bicycle network that connects to at least one of the
following:

e atleast 10 diverse uses (see Appendix 1);

e aschool or employment center, if the project total floor area is 50% or more residential; or

e abus rapid transit stop, light or heavy rail station, commuter rail station, or ferry terminal.
All destinations must be within a 3-mile (4800-meter) bicycling distance of the project boundary.

Planned bicycle trails or lanes may be counted if they are fully funded by the date of the certificate of
occupancy and are scheduled for completion within one year of that date.

Bicycle Storage and Shower Rooms

Case 1. Commercial or Institutional Projects
Provide short-term bicycle storage for at least 2.5% of all peak visitors, but no fewer than four storage
spaces per building.

Provide long-term bicycle storage for at least 5% of all regular building occupants, but no fewer than four
storage spaces per building in addition to the short-term bicycle storage spaces.

Provide at least one on-site shower with changing facility for the first 100 regular building occupants and
one additional shower for every 150 regular building occupants thereafter.

Case 2. Residential Projects
Provide short-term bicycle storage for at least 2.5% of all peak visitors but no fewer than four storage
spaces per building.

Provide long-term bicycle storage for at least 30% of all regular building occupants, but no less than one
storage space per residential unit.
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Case 3. Mixed-Use Projects
Meet the Case 1 and Case 2 storage requirements for the nonresidential and residential portions of the
project, respectively.

For All Projects
Short-term bicycle storage must be within 100 feet (30 meters) walking distance of any main entrance.
Long-term bicycle storage must be within 100 feet (30 meters) walking distance of any functional entry.

Bicycle storage capacity may not be double-counted: storage that is fully allocated to the occupants of
nonproject facilities cannot also serve project occupants.

Core & Shell projects should refer to Appendix 2, Default Occupancy Counts, for occupancy count
requirements and guidance.

SCHOOLS

Bicycle Network
Design or locate the project such that a functional entry and/or bicycle storage is within a 200-yard (180-
meter) walking distance or bicycling distance of a bicycle network that connects to at least one of the
following:

e atleast 10 diverse uses (see Appendix 1); or

e abus rapid transit stop, light or heavy rail station, commuter rail station, or ferry terminal.
All destinations must be within a 3-mile (4800-meter) bicycling distance of the project boundary.

Provide dedicated bicycle lanes that extend at least to the end of the school property with no barriers
(e.g., fences) on school property.

Planned bicycle trails or lanes may be counted if they are fully funded by the date of the certificate of
occupancy and are scheduled for completion within one year of that date.

Bicycle Storage and Shower Rooms
Provide long-term bicycle storage for at least 5% of all regular building occupants (excluding students
grade 3 and younger), but no fewer than four storage spaces per building.

Provide at least one on-site shower with changing facility for the first 100 regular building occupants
(excluding students) and one additional shower for every 150 regular building occupants (excluding
students) thereafter.

Long-term storage spaces must be easily accessible to occupants and be within 100 feet (30 meters)
walking distance of any main entrance.

Bicycle storage capacity may not be double-counted: storage that is fully allocated to the occupants of
nonproject facilities cannot also serve project occupants.

RETAIL

Bicycle Network

Design or locate the project such that a functional entry and/or bicycle storage is within a 200-yard (180-
meter) walking distance or bicycling distance of a bicycle network that connects to at least one of the
following:

e atleast 10 diverse uses (see Appendix 1); or

e a bus rapid transit stop, light or heavy rail station, commuter rail station, or ferry terminal.
All destinations must be within a 3-mile (4800-meter) bicycling distance of the project boundary.
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Planned bicycle trails or lanes may be counted if they are fully funded by the date of the certificate of
occupancy and are scheduled for completion within one year of that date.

Bicycle Storage and Shower Rooms

Provide at least two short-term bicycle storage spaces for every 5,000 square feet (465 square meters),
but no fewer than two storage spaces per building.

Provide long-term bicycle storage for at least 5% of regular building occupants, but no fewer than two
storage spaces per building in addition to the short-term bicycle storage spaces.

Provide at least one on-site shower with changing facility for the first 100 regular building occupants and
one additional shower for every 150 regular building occupants thereafter.

Short-term bicycle storage must be within 100 feet (30 meters) walking distance of any main entrance.
Long-term bicycle storage must be within 100 feet (30 meters) walking distance of any functional entry.

Bicycle storage capacity may not be double-counted: storage that is fully allocated to the occupants of
nonproject facilities cannot also serve project occupants.

Provide a bicycle maintenance program for employees or bicycle route assistance for employees and
customers. Route assistance must be provided in a manner easily accessible to both employees and
customers.

For projects that are part of a multitenant complex only: If bicycle storage spaces have been provided in
the complex in which the project is located, determine the number of spaces that may be attributed to the
project by dividing the project’s floor area by the total floor area of the development (buildings only) and
multiplying the percentage result by the total number of spaces. If this number does not meet the credit
requirement, the project must provide additional bicycle storage.

HEALTHCARE

Bicycle Network

Design or locate the project such that a functional entry and/or bicycle storage is within a 200-yard (180-
meter) walking distance or bicycling distance of a bicycle network that connects to at least one of the
following:

e atleast 10 diverse uses (see Appendix 1); or

e abus rapid transit stop, light or heavy rail station, commuter rail station, or ferry terminal.
All destinations must be within a 3-mile (4800-meter) bicycling distance of the project boundary.

Planned bicycle trails or lanes may be counted if they are fully funded by the date of the certificate of
occupancy and are scheduled for completion within one year of that date.

Bicycle Storage and Shower Rooms
Case 1. Commercial or Institutional Projects
Provide short-term bicycle storage for at least 2.5% of all peak visitors, but no fewer than four storage

spaces per building.

Provide long-term bicycle storage for at least 5% of regular building occupants (excluding patients), but
no fewer than four storage spaces per building in addition to the short-term bicycle storage spaces.

Provide at least one on-site shower with changing facility for the first 100 regular building occupants
(excluding patients) and one additional shower for every 150 regular building occupants thereafter.
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Case 2. Residential Projects

Provide secure, enclosed bicycle storage for at least 30% of all regular building occupants (excluding
patients) measured at peak periods, but no less than one storage space per residential unit.

For All Projects

Short-term bicycle storage must be within 100 feet (30 meters) walking distance of any main entrance.
Long-term bicycle storage must be within 100 feet (30 meters) walking distance of any functional entry.

Bicycle storage capacity may not be double counted: storage that is fully allocated to the occupants of
nonproject facilities cannot also serve project occupants.
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LT CREDIT: REDUCED PARKING FOOTPRINT

BD&C

1 point

This credit applies to

New Construction (1 point)
Core & Shell (1 point)
Schools (1 point)

Data Centers (1 point)
Warehouses & Distribution Centers (1 point)
Hospitality (1 point)

Retall (1 point)

Healthcare (1 point)

Intent

To minimize the environmental harms associated with parking facilities, including automobile
dependence, land consumption, and rainwater runoff.

Requirements

NC, CS, RETAIL, SCHOOLS, DATA CENTERS, WAREHOUSES & DISTRIBUTION CENTERS, HOSPITALITY,
HEALTHCARE

Do not exceed the minimum local code requirements for parking capacity.

Provide parking capacity that is a percentage reduction below the base ratios recommended by the
Parking Consultants Council, as shown in the Institute of Transportation Engineers’ Transportation
Planning Handbook, 3rd edition, Tables 18-2 through 18-4.

Case 1. Baseline Location

Projects that have not earned points under LT Credit Surrounding Density and Diverse Uses or LT Credit
Access to Quality Transit must achieve a 20% reduction from the base ratios.

Case 2. Dense and/or Transit-Served Location

Projects earning 1 or more points under either LT Credit Surrounding Density and Diverse Uses or LT
Credit Access to Quality Transit must achieve a 40% reduction from the base ratios.

For All Projects

The credit calculations must include all existing and new off-street parking spaces that are leased or
owned by the project, including parking that is outside the project boundary but is used by the
project. On-street parking in public rights-of-way is excluded from these calculations.

For projects that use pooled parking, calculate compliance using the project’s share of the pooled
parking.

Provide preferred parking for carpools for 5% of the total parking spaces after reductions are made from
the base ratios. Preferred parking is not required if no off-street parking is provided.
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Mixed-use projects should determine the percentage reduction by first aggregating the parking amount of
each use (as specified by the base ratios) and then determining the percentage reduction from the
aggregated parking amount.

Do not count parking spaces for fleet and inventory vehicles unless these vehicles are regularly used by
employees for commuting as well as business purposes.
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LT CrREDIT: GREEN VEHICLES

BD&C

1 point

This credit applies to

New Construction (1 point)
Core & Shell (1 point)
Data Centers (1 point)
Hospitality (1 point)

Retail (1 point)

Healthcare (1 point)
Schools (1 point)
Warehouses & Distribution Centers (1 point)

Intent
To reduce pollution by promoting alternatives to conventionally fueled automobiles.
Requirements

NC, CS, DATA CENTERS, HOSPITALITY. RETAIL, HEALTHCARE

Designate 5% of all parking spaces used by the project as preferred parking for green vehicles. Clearly
identify and enforce for sole use by green vehicles. Distribute preferred parking spaces proportionally
among various parking sections (e.g. between short-term and long-term spaces).

Green vehicles must achieve a minimum green score of 45 on the American Council for an Energy

Efficient Economy (ACEEE) annual vehicle rating guide (or local equivalent for projects outside the U.S.).

A discounted parking rate of at least 20% for green vehicles is an acceptable substitute for preferred
parking spaces. The discounted rate must be publicly posted at the entrance of the parking area and
permanently available to every qualifying vehicle.

In addition to preferred parking for green vehicles, meet one of the following two options for alternative-
fuel fueling stations:

Option 1. Electric Vehicle Charging

Install electrical vehicle supply equipment (EVSE) in 2% of all parking spaces used by the project.
Clearly identify and reserve these spaces for the sole use by plug-in electric vehicles. EVSE parking
spaces must be provided in addition to preferred parking spaces for green vehicles.

The EVSE must:

e Provide a Level 2 charging capacity (208 — 240 volts) or greater.

o Comply with the relevant regional or local standard for electrical connectors, such as SAE
Surface Vehicle Recommended Practice J1772, SAE Electric Vehicle Conductive Charge
Coupler or IEC 62196 of the International Electrotechnical Commission for projects outside the
u.s.

e Be networked or internet addressable and be capable of participating in a demand-response
program or time-of-use pricing to encourage off-peak charging.

OR

Option 2. Liquid, gas, or battery facilities
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Install liquid or gas alternative fuel fueling facilities or a battery switching station capable of refueling a
number of vehicles per day equal to at least 2% of all parking spaces.

ScHooLs
Option 1: Green passenger vehicles

Designate 5% of all parking spaces used by the project as preferred parking for green vehicles. Clearly
identify and enforce for sole use by green vehicles. Distribute preferred parking spaces proportionally
among various parking sections (e.g. between short-term and long-term spaces).

Green vehicles must achieve a minimum green score of 45 on the American Council for an Energy
Efficient Economy (ACEEE) annual vehicle rating guide (or local equivalent for projects outside the U.S.

A discounted parking rate of at least 20% for green vehicles is an acceptable substitute for preferred
parking spaces. The discounted rate must be publicly posted at the entrance of the parking area and
permanently available to every qualifying vehicle.

In addition to preferred parking for green vehicles, meet one of the following two options for alternative-
fuel fueling stations:

Path 1. Electric Vehicle Charging

Install electrical vehicle supply equipment (EVSE) in 2% of all parking spaces used by the project.
Clearly identify and reserve these spaces for the sole use by plug-in electric vehicles. EVSE parking
spaces must be provided in addition to preferred parking spaces for green vehicles.

The EVSE must:

e Provide a Level 2 charging capacity (208 — 240 volts) or greater.

o Comply with the relevant regional or local standard for electrical connectors, such as SAE
Surface Vehicle Recommended Practice J1772, SAE Electric Vehicle Conductive Charge
Coupler or IEC 62196 of the International Electrotechnical Commission for projects outside the
u.s.

o Be networked or internet addressable and be capable of participating in a demand-response
program or time-of-use pricing to encourage off-peak charging.

OR
Path 2. Liquid, gas, or battery facilities

Install liquid or gas alternative fuel fueling facilities or a battery switching station capable of refueling a
number of vehicles per day equal to at least 2% of all parking spaces.

OR

Option 2: Green buses or school-owned vehicles

Develop and implement a plan for every bus serving the school to meet the following emissions standards
within seven years of the building certificate of occupancy:

e nitrogen oxide (NOx) emissions of 0.50 grams or less per brake horsepower-hour; and
e particulate matter emissions of 0.01 grams or less per brake horsepower-hour.

Emission standards must be met for each bus and not by an average of the entire fleet serving the
school.
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Develop and implement a plan for 100% of all other (non-bus) vehicles owned or leased to serve the
school to be green vehicles. Green vehicles must achieve a minimum green score of 45 on the American
Council for an Energy Efficient Economy (ACEEE) annual vehicle rating guide (or local equivalent for
projects outside the U.S).

WAREHOUSES & DISTRIBUTION CENTERS

Option 1. Alternative-Fuel Vehicles (1 point)

Provide an on-site fleet with at least one yard tractor that is powered by electricity, propane, or natural
gas. Provide on-site charging or refueling stations for the vehicles. Liquid or gas refueling stations must
be separately ventilated or located outdoors.

OR

Option 2. Reduced Truck Idling (1 point)
Provide an electrical connection for at least 50% of all dock door locations to limit truck idling at the dock.
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SUSTAINABLE SITES (SS)

SS PREREQUISITE: CONSTRUCTION ACTIVITY POLLUTION PREVENTION
Required

BD&C

This prerequisite applies to

New Construction

Core & Shell

Schools

Retail

Data Centers

Warehouses & Distribution Centers
e Hospitality

e Healthcare

Intent
To reduce pollution from construction activities by controlling soil erosion, waterway sedimentation,
and airborne dust.

Requirements

NC, CS, SCHOOLS, RETAIL, DATA CENTERS, WAREHOUSES & DISTRIBUTION CENTERS, HOSPITALITY,
HEALTHCARE

Create and implement an erosion and sedimentation control plan for all construction activities
associated with the project. The plan must conform to the erosion and sedimentation requirements of
the 2012 U.S. Environmental Protection Agency (EPA) Construction General Permit (CGP) or local
equivalent, whichever is more stringent. Projects must apply the CGP regardless of size. The plan
must describe the measures implemented.
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SS PREREQUISITE: ENVIRONMENTAL SITE ASSESSMENT
Required

BD&C

This prerequisite applies to
e Schools
e Healthcare

Intent
To protect the health of vulnerable populations by ensuring that the site is assessed for environmental
contamination and that any environmental contamination has been remediated.

Requirements

SCHOOLS, HEALTHCARE

Conduct a Phase | Environmental Site Assessment as described in ASTM E1527-05 (or a local
equivalent) to determine whether environmental contamination exists at the site. If contamination is
suspected, conduct a Phase Il Environmental Site Assessment as described in ASTM E1903-11 (or a
local equivalent).

If a site is contaminated, remediate the site to meet local, state, or national environmental protection
agency region residential (unrestricted) standards, whichever are most stringent.

Updated to reflect the July 8, 2017 LEED v4 Building Design and Construction Addenda
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SS CREDIT: SITE ASSESSMENT

BD&C

1 point

This credit applies to

New Construction (1 point)
Core & Shell (1 point)
Schools (1 point)

Retall (1 point)

Data Centers (1 point)
Warehouses & Distribution Centers (1 point)
Hospitality (1 point)
Healthcare (1 point)

Intent
To assess site conditions before design to evaluate sustainable options and inform related decisions
about site design.

Requirements

NC, CS, SCHOOLS, RETAIL, DATA CENTERS, WAREHOUSES & DISTRIBUTION CENTERS, HOSPITALITY,
HEALTHCARE

Complete and document a site survey or assessment! that includes the following information:

e Topography. Contour mapping, unique topographic features, slope stability risks.

e Hydrology. Flood hazard areas, delineated wetlands, lakes, streams, shorelines, rainwater
collection and reuse opportunities, TR-55 initial water storage capacity of the site (or local
equivalent for projects outside the U.S.).

o Climate. Solar exposure, heat island effect potential, seasonal sun angles, prevailing winds,
monthly precipitation and temperature ranges.

e Vegetation. Primary vegetation types, greenfield area, significant tree mapping, threatened or
endangered species, unique habitat, invasive plant species.

e Soils. Natural Resources Conservation Service soils delineation, U.S. Department of Agriculture
prime farmland, healthy soils, previous development, disturbed soils (local equivalent standards
may be used for projects outside the U.S.).

e Human use. Views, adjacent transportation infrastructure, adjacent properties, construction
materials with existing recycle or reuse potential.

o Human health effects. Proximity of vulnerable populations, adjacent physical activity
opportunities, proximity to major sources of air pollution.

The survey or assessment should demonstrate the relationships between the site features and topics
listed above and how these features influenced the project design; give the reasons for not addressing
any of those topics.

! Components adapted from the Sustainable Sites Initiative: Guidelines and Performance Benchmarks 2009, Prerequisite 2.1: Site
Assessment.
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SS CREDIT: SITE DEVELOPMENT—PROTECT OR RESTORE HABITAT

BD&C

1-2 points

This credit applies to

New Construction (1-2 points)
Core & Shell (1-2 points)
Schools (1-2 points)

Retail (1-2 points)

Data Centers (1-2 points)
Warehouses & Distribution Centers (1-2 points)
Hospitality (1-2 points)
Healthcare (1 point)

Intent
To conserve existing natural areas and restore damaged areas to provide habitat and promote
biodiversity.

Requirements

NC, CS, ScHoOLS, RETAIL, DATA CENTERS, WAREHOUSES & DISTRIBUTION CENTERS, HOSPITALITY,
HEALTHCARE

Preserve and protect from all development and construction activity 40% of the greenfield area on the site
(if such areas exist).

AND
Option 1. On-Site Restoration (2 points except Healthcare, 1 point Healthcare)

Using native or adapted vegetation, restore 30% (including the building footprint) of all portions of the site
identified as previously disturbed. Projects that achieve a density of 1.5 floor-area ratio may include
vegetated roof surfaces in this calculation if the plants are native or adapted, provide habitat, and promote
biodiversity.

Restore all disturbed or compacted soils that will be revegetated within the project’s development footprint
to meet the following requirements?:

e Soils (imported and in situ) must be reused for functions comparable to their original function.

e Imported topsoils or soil blends designed to serve as topsoil may not include the following:

o soils defined regionally by the Natural Resources Conservation Service web soil survey (or
local equivalent for projects outside the U.S.) as prime farmland, unique farmland, or
farmland of statewide or local importance; or

o soils from other greenfield sites, unless those soils are a byproduct of a construction process.

o Restored soil must meet the criteria of reference soils in categories 1-3 and meet the criteria of

either category 4 or 5:

1. organic matter;

2. compaction;

3. infiltration rates;

4. soil biological function; and

5. soil chemical characteristics.

2 Components adapted from the Sustainable Sites Initiative: Guidelines and Performance Benchmarks 2009, Credit 7.2: Restore
Soils Disturbed During Construction
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Project teams may exclude vegetated landscape areas that are constructed to accommodate rainwater
infiltration from the vegetation and soils requirements, provided all such rainwater infiltration areas are
treated consistently with SS Credit Rainwater Management.

Schools only:
Dedicated athletic fields that are solely for athletic uses are exempted from the soil restoration criteria.

These areas may not count toward the minimum required area.
OR

Option 2. Financial Support (1 point)
Provide financial support equivalent to at least $0.40 per square foot (US$4 per square meter) for the
total site area (including the building footprint).

Financial support must be provided to a nationally or locally recognized land trust or conservation
organization within the same EPA Level Ill ecoregion or the project’s state (or within 100 miles of the
project [160 kilometers] for projects outside the U.S.). For U.S. projects, the land trust must be
accredited by the Land Trust Alliance.

Updated to reflect the July 8, 2017 LEED v4 Building Design and Construction Addenda
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SS CREDIT: OPEN SPACE

BD&C
1 point

This credit applies to

Intent

New Construction (1 point)

Core & Shell (1 point)

Schools (1 point)

Retall (1 point)

Data Centers (1 point)

Warehouses & Distribution Centers (1 point)
Hospitality (1 point)

Healthcare (1 point)

To create exterior open space that encourages interaction with the environment, social interaction,
passive recreation, and physical activities.

Requirements

NC, CS, ScHoOLS, RETAIL, DATA CENTERS, WAREHOUSES & DISTRIBUTION CENTERS, HOSPITALITY,

HEALTHCARE

Provide outdoor space greater than or equal to 30% of the total site area (including building footprint). A
minimum of 25% of that outdoor space must be vegetated (turf grass does not count as vegetation) or
have overhead vegetated canopy.

The outdoor space must be physically accessible and be one or more of the following:

a pedestrian-oriented paving or turf area with physical site elements that accommodate outdoor
social activities;

a recreation-oriented paving or turf area with physical site elements that encourage physical
activity;

a garden space with a diversity of vegetation types and species that provide opportunities for
year-round visual interest;

a garden space dedicated to community gardens or urban food production;

preserved or created habitat that meets the criteria of SS Credit Site Development—~Protect or
Restore Habitat and also includes elements of human interaction.

For projects that achieve a density of 1.5 floor-area ratio (FAR), and are physically accessible, extensive
or intensive vegetated roofs can be used toward the minimum 25% vegetation requirement, and
qualifying roof-based physically accessible paving areas can be used toward credit compliance.

Wetlands or naturally designed ponds may count as open space if the side slope gradients average 1:4
(vertical : horizontal) or less and are vegetated.

For projects that are part of a multitenant complex only

Open space can be either adjacent to the building or at another location in the site master plan. The
open space may be at another master plan development site as long as it is protected from
development. If the open space is not adjacent to the building, provide documentation showing that
the requirements have been met and the land is in a natural state or has been returned to a natural
state and conserved for the life of the building.

Updated to reflect the July 8, 2017 LEED v4 Building Design and Construction Addenda
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SS CREDIT: RAINWATER MANAGEMENT

BD&C

1-3 points

This credit applies to

New Construction (2—3 points)
Core & Shell (2-3 points)
Schools (2-3 points)

Retail (2—3 points)

Data Centers (2—3 points)
Warehouses & Distribution Centers (2—3 points)
Hospitality (2—3 points)
Healthcare (1-2 points)

Intent
To reduce runoff volume and improve water quality by replicating the natural hydrology and water balance
of the site, based on historical conditions and undeveloped ecosystems in the region.

Requirements

NC, CS, ScHoOLS, RETAIL, DATA CENTERS, WAREHOUSES & DISTRIBUTION CENTERS, HOSPITALITY,
HEALTHCARE

Option 1. Percentile of Rainfall Events

Path 1. 95" Percentile (2 points except Healthcare, 1 point Healthcare)

In a manner best replicating natural site hydrology processes, manage on site the runoff from the
developed site for the 95th percentile of regional or local rainfall events using low-impact development
(LID) and green infrastructure.

Use daily rainfall data and the methodology in the U.S. Environmental Protection Agency (EPA) Technical
Guidance on Implementing the Stormwater Runoff Requirements for Federal Projects under Section 438
of the Energy Independence and Security Act to determine the 95th percentile amount.

OR

Path 2. 98" Percentile (3 points except Healthcare, 2 points Healthcare)
Achieve Path 1 but for the 98th percentile of regional or local rainfall events, using LID and green
infrastructure.

OR

Path 3. Zero Lot Line projects only — 85" Percentile (3 points except Healthcare, 2 points
Healthcare)

The following requirement applies to zero lot line projects in urban areas with a minimum density of 1.5
FAR. In a manner best replicating natural site hydrology processes, manage on site the runoff from the
developed site for the 85th percentile of regional or local rainfall events, using LID and green
infrastructure.

OR
Option 2. Natural Land Cover Conditions (3 points except Healthcare, 2 points Healthcare)

Manage on site the annual increase in runoff volume from the natural land cover condition to the
postdeveloped condition.
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Projects that are part of a multitenant complex only

The credit requirements may be met using a coordinated approach affecting the defined project site that
is within the master plan boundary. Distributed techniques based on a watershed approach are then
required.
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SS CREDIT: HEAT ISLAND REDUCTION

BD&C

1-2 points
This credit applies to

Intent

New Construction (1-2 points)

Core & Shell (1-2 points)

Schools (1-2 points)

Retail (1-2 points)

Data Centers (1-2 points)

Warehouses & Distribution Centers (1-2 points)
Hospitality (1-2 points)

Healthcare (1 point)

To minimize effects on microclimates and human and wildlife habitats by reducing heat islands.

Requirements

NC, CS, ScHoOLS, RETAIL, DATA CENTERS, WAREHOUSES & DISTRIBUTION CENTERS, HOSPITALITY,

HEALTHCARE

Choose one of the following options:

Option 1. Nonroof and Roof (2 points except Healthcare, 1 point Healthcare)
Meet the following criterion:

Area of Area of High- Area of
Nonroof Reflectance Roof Vegetated Roof
Measures
+ _ + _ > +
— Total Site
0.5 0.75 0.75 Paving Area Total Roof Area

Alternatively, an SRI and SR weighted average approach may be used to calculate compliance.

Use any combination of the following strategies.

Nonroof Measures

Use the existing plant material or install plants that provide shade over paving areas (including
playgrounds) on the site within 10 years of planting. Install vegetated planters. Plants must be in
place at the time of occupancy permit and cannot include artificial turf.

Provide shade with structures covered by energy generation systems, such as solar thermal
collectors, photovoltaics, and wind turbines.

Provide shade with architectural devices or structures that have a three-year aged solar
reflectance (SR) value of at least 0.28. If three-year aged value information is not available, use
materials with an initial SR of at least 0.33 at installation,

Provide shade with vegetated structures.

Use paving materials with a three-year aged solar reflectance (SR) value of at least 0.28. If three-
year aged value information is not available, use materials with an initial SR of at least 0.33 at
installation.

Use an open-grid pavement system (at least 50% unbound).
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High-Reflectance Roof

Use roofing materials that have an SRI equal to or greater than the values in Table 1. Meet the three-year

aged SRI value. If three-year aged value information is not available, use materials that meet the initial
SRI value.

Table 1. Minimum solar reflectance index value, by roof slope

. 3-year
Slope Initial SRI aged SRl
Low-sloped roof <2:12 82 64
Steep-sloped roof > 2:12 39 32

Vegetated Roof
Install a vegetated roof.

OR

Option 2. Parking under Cover (1 point)

Place a minimum of 75% of parking spaces under cover. Any roof used to shade or cover parking must
(1) have a three-year aged SRI of at least 32 (if three-year aged value information is not available, use
materials with an initial SRI of at least 39 at installation), (2) be a vegetated roof, or (3) be covered by
energy generation systems, such as solar thermal collectors, photovoltaics, and wind turbines .

Updated to reflect the July 8, 2017 LEED v4 Building Design and Construction Addenda
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SS CREDIT: LIGHT POLLUTION REDUCTION

BD&C

1 point

This credit applies to

New Construction (1 point)
Core & Shell (1 point)
Schools (1 point)

Retall (1 point)

Data Centers (1 point)
Warehouses & Distribution Centers (1 point)
Hospitality (1 point)
Healthcare (1 point)

Intent
To increase night sky access, improve nighttime visibility, and reduce the consequences of
development for wildlife and people.

Requirements

NC, CS, ScHoOLS, RETAIL, DATA CENTERS, WAREHOUSES & DISTRIBUTION CENTERS, HOSPITALITY,
HEALTHCARE

Meet uplight and light trespass requirements, using either the backlight-uplight-glare (BUG) method
(Option 1) or the calculation method (Option 2). Projects may use different options for uplight and light
trespass.

Meet these requirements for all exterior luminaires located inside the project boundary (except those
listed under “Exemptions”), based on the following:
o the photometric characteristics of each luminaire when mounted in the same orientation and tilt
as specified in the project design; and
o the lighting zone of the project property (at the time construction begins). Classify the project
under one lighting zone using the lighting zones definitions provided in the llluminating
Engineering Society and International Dark Sky Association (IES/IDA) Model Lighting Ordinance
(MLO) User Guide.

Additionally, meet the internally illuminated signage requirement.
Uplight
Option 1. BUG Rating Method

Do not exceed the following luminaire uplight ratings, based on the specific light source installed in the
luminaire, as defined in IES TM-15-11, Addendum A.

Table 1. Maximum uplight ratings for luminaires

MLO lighting zone Luminaire uplight
rating

LZ0 uo

LZ1 Ul

LZ2 U2

LZ3 U3

41
Updated to reflect the July 8, 2017 LEED v4 Building Design and Construction Addenda



Lz4

OR

Option 2. Calculation Method

Do not exceed the following percentages of total lumens emitted above horizontal.

Table 2. Maximum percentage of total lumens emitted above horizontal, by lighting

zone

MLO lighting zone [Maximum allowed percentage of total
luminaire lumens emitted above horizontal

LZ0 0%

LZ1 0%

LZ2 1.5%

LZ3 3%

LZ4 6%

AND
Light Trespass

Option 1. BUG Rating Method

Do not exceed the following luminaire backlight and glare ratings (based on the specific light source
installed in the luminaire), as defined in IES TM-15-11, Addendum A, based on the mounting location

and distance from the lighting boundary.

Table 3. Maximum backlight and glare ratings

MLO lighting zone

Updated to reflect the July 8, 2017 LEED v4 Building Design and Construction Addenda

Luminaire mounting LZ0 LZ1 LZ2 LZ3 LZ4
IAllowed backlight ratings
> 2 mounting heights from lighting B1 B3 B4 B5 B5
boundary
1 to 2 mounting heights fr.om lighting B1 B2 B3 B4 B4
boundary and properly oriented
0.5 to 1 mounting height to
lighting boundary and properly BO Bl B2 B3 B3
oriented
< 0.5 mounting height to lighting
boundary and properly oriented BO BO BO Bl B2
Allowed glare ratings
Building-mounted > 2 mounting
heights from any lighting GO G1 G2 G3 G4
boundary
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Building-mounted 1-2 mounting

boundary

heights from any lighting GO GO G1 Gl G2

Building-mounted 0.5to 1

lighting boundary

mounting heights from any GO GO GO Gl G1

Building-mounted < 0.5 mounting

heights from any lighting GO GO GO GO G1
boundary
All other luminaires GO G1 G2 G3 G4

The lighting boundary is located at the property lines of the property, or properties, that the LEED
project occupies. The lighting boundary can be modified under the following conditions:

e When the property line abuts a public area that includes, but is not limited to, a walkway,
bikeway, plaza, or parking lot, the lighting boundary may be moved to 5 feet (1.5 meters)
beyond the property line.

e When the property line abuts a public street, alley, or transit corridor, the lighting
boundary may be moved to the center line of that street, alley, or corridor.

o When there are additional properties owned by the same entity that are contiguous to the
property, or properties, that the LEED project is within and have the same or higher MLO
lighting zone designation as the LEED project, the lighting boundary may be expanded to
include those properties.

Orient all luminaires less than two mounting heights from the lighting boundary such that the backlight
points toward the nearest lighting boundary line. Building-mounted luminaires with the backlight
oriented toward the building are exempt from the backlight rating requirement.

OR

Option 2. Calculation Method

Do not exceed the following vertical illuminances at the lighting boundary (use the definition of lighting
boundary in Option 1). Calculation points may be no more than 5 feet (1.5 meters) apart. Vertical
illuminances must be calculated on vertical planes running parallel to the lighting boundary, with the
normal to each plane oriented toward the property and perpendicular to the lighting boundary,
extending from grade level to 33 feet (10 meters) above the height of the highest luminaire.

Table 4. Maximum vertical illuminance at lighting boundary, by lighting zone

MLO lighting zone Vertical illuminance
LZ0 0.05 fc (0.5 lux)
LZ1 0.05 fc (0.5 lux)
LZ2 0.10 fc (1 lux)

LZ3 0.20 fc (2 lux)

LZ4 0.60 fc (6 lux)

FC = footcandle.
AND
Internally Illluminated Exterior Sighage

Do not exceed a luminance of 200 cd/m? (nits) during nighttime hours and 2000 cd/m? (nits) during
daytime hours.
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Exemptions from Uplight and Light Trespass Requirements
The following exterior lighting is exempt from the requirements, provided it is controlled separately from
the nonexempt lighting:

specialized signal, directional, and marker lighting for transportation;

lighting that is used solely for fagade and landscape lighting in MLO lighting zones 3 and 4, and is
automatically turned off from midnight until 6 a.m.;

lighting for theatrical purposes for stage, film, and video performances;

government-mandated roadway lighting;

hospital emergency departments, including associated helipads;

lighting for the national flag in MLO lighting zones 2, 3, or 4; and

internally illuminated signage.
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SS CREDIT: SITE MASTER PLAN

BD&C

1 point

This credit applies to
e Schools

Intent
To ensure that the sustainable site benefits achieved by the project continue, regardless of future
changes in programs or demographics.

Requirements

ScHooLS

The project must achieve at least four of the following six credits, using the associated calculation
methods. The achieved credits must then be recalculated using the data from the master plan.

¢ LT Credit: High Priority Site

e SS Credit: Site Development—Protect or Restore Habitat
¢ SS Credit: Open Space

¢ SS Credit: Rainwater Management

¢ SS Credit: Heat Island Reduction

e SS Credit: Light Pollution Reduction

A site master plan for the school must be developed in collaboration with school authorities. Previous
sustainable site design measures should be considered in all master-planning efforts so that existing
infrastructure is retained whenever possible. The master plan must therefore include current construction
activity plus future construction (within the building’s lifespan) that affects the site. The master plan
development footprint must also include parking, paving, and utilities.

Projects where no future development is planned are not eligible for this credit.
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SS CREDIT: TENANT DESIGN AND CONSTRUCTION GUIDELINES

BD&C

1 point

This credit applies to
e Core & Shell

Intent
To educate tenants in implementing sustainable design and construction features in their tenant
improvement build-outs.

Requirements

cs

Publish for tenants an illustrated document with the following content, as applicable:

e a description of the sustainable design and construction features incorporated in the core and
shell project and the project’s sustainability goals and objectives, including those for tenant
spaces;

e recommendations, including examples, for sustainable strategies, products, materials, and
services; and

e information that enables a tenant to coordinate space design and construction with the
building systems when pursuing the following LEED v4 for Interior Design and Construction
prerequisites and credits:

O WE Prerequisite: Indoor Water Use Reduction
WE Credit: Indoor Water Use Reduction
EA Prerequisite: Minimum Energy Performance
EA Prerequisite: Fundamental Refrigerant Management
EA Credit: Optimize Energy Performance
EA Credits: Advanced Energy Metering
EA Credit: Renewable Energy Production
EA Credit: Enhanced Refrigerant Management
MR Prerequisite: Storage and Collection of Recyclables
EQ Prerequisite: Minimum Indoor Air Quality Performance
EQ Prerequisite: Environmental Tobacco Smoke Control
EQ Credit: Enhanced Indoor Air Quality Strategies
EQ Credit: Low-Emitting Materials
EQ Credit: Construction Indoor Air Quality Management Plan
EQ Credit: Indoor Air Quality Assessment
EQ Credit: Thermal Comfort
EQ Credit: Interior Lighting
EQ Credit: Daylight
EQ Credit: Quality Views
EQ Credit: Acoustic Performance

O O0OO0OO0O0O0O0O0O0O0O0OO0OO0O0OO0OO0OO0OO0oOOo

Provide the guidelines to all tenants before signing the lease.
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SS CREDIT: PLACES OF RESPITE

BD&C

1 point

This credit applies to
e Healthcare

Intent
To provide patients, staff, and visitors with the health benefits of the natural environment by creating
outdoor places of respite on the healthcare campus.

Requirements

HEALTHCARE

Provide places of respite that are accessible to patients and visitors, equal to 5% of the net usable
program area of the building.

Provide additional dedicated places of respite for staff, equal to 2% of the net usable program area of the
building.

Places of respite must be outdoors, or be located in interior atria, greenhouses, solaria, or conditioned
spaces; such interior spaces may be used to meet up to 30% of the required area if 90% of each
qualifying space’s gross floor area achieves a direct line of sight to unobstructed views of nature.

All areas must meet the following requirements.

e The area is accessible from within the building or located within 200 feet (60 meters) of a
building entrance or access point.

e The areais located where no medical intervention or direct medical care is delivered.

e Options for shade or indirect sun are provided, with at least one seating space per 200 square
feet (18.5 square meters) of each respite area, with one wheelchair space per five seating
spaces..

e Horticulture therapy and other specific clinical or special-use gardens unavailable to all
building occupants may account for no more than 50% of the required area.

e Universal-access natural trails that are available to visitors, staff, or patients may account for
no more than 30% of the required area, provided the trailhead is within 200 feet (60 meters) of
a building entrance.

Additionally, outdoor areas must meet the following requirements.

e A minimum of 25% of the total outdoor area must be vegetated at the ground plane (not
including turf grass) or have overhead vegetated canopy.

e The area is open to fresh air, the sky, and the natural elements.

e Signage must meet the 2010 FGI Guidelines for Design and Construction of Health Care
Facilities (Section 1.2-6.3 and Appendix Al.2-6.3:Wayfinding).

e Places of respite may not be within 25 feet (7.6 meters) of a smoking area (see EQ
Prerequisite Environmental Tobacco Smoke Control).

Existing places of respite on the hospital campus may qualify if they otherwise meet the credit
requirements.
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SS CREDIT: DIRECT EXTERIOR ACCESS

BD&C

1 point

This credit applies to
e Healthcare

Intent
To provide patients and staff with the health benefits associated with direct access to the natural
environment.

Requirements
HEALTHCARE

Provide direct access to an exterior courtyard, terrace, garden, or balcony. The space must be at least 5
square feet (0.5 square meters) per patient for 75% of all inpatients and 75% of qualifying outpatients
whose clinical length of stay (LOS) exceeds four hours.

Patients whose length of stay exceeds four hours, and whose treatment makes them unable to move,
such as emergency, stage 1 surgical recovery, and critical care patients, may be excluded.

Places of respite outside the building envelope that meet the requirements of SS Credit Places of Respite
that are immediately adjacent to clinical areas or with direct access from inpatient units may be included.

Qualifying spaces must be designated as nonsmoking The spaces must also meet the requirements for
outdoor air contaminant concentrations enumerated in EQ Credit Enhanced Indoor Air Quality Strategies,
Option 2 and be located more than 100 feet (30 meters) from building exhaust air locations, loading
docks, and roadways with idling vehicles.
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SS CREDIT: JOINT USE OF FACILITIES

BD&C

1 point

This credit applies to
e Schools

Intent
To integrate the school with the community by sharing the building and its playing fields for nonschool
events and functions.

Requirements

ScHooLS

Option 1. Make Building Space Open to the General Public (1 point)
In collaboration with the school authorities, ensure that at least three of the following types of spaces in
the school are accessible to and available for shared use by the general public:
e auditorium;
gymnasium;
cafeteria;
one or more classrooms;
playing fields and stadiums; and
joint parking.

Provide access to toilets in joint-use areas after normal school hours.
OR

Option 2. Contract with Specific Organizations to Share Building Space (1 point)
In collaboration with the school authorities, contract with community or other organizations to provide at
least two types of dedicated-use spaces in the building, such as the following:
e commercial office;
health clinic;
community service centers (provided by state or local offices);
police office;
library or media center;
parking lot; and
one or more commercial businesses.

Provide access to toilets in joint-use areas after normal school hours.
OR

Option 3. Use Shared Space Owned by Other Organizations (1 point)

In collaboration with the school authorities, ensure that at least two of the following six types of spaces
that are owned by other organizations or agencies are accessible to students:

auditorium;

gymnasium;

cafeteria;

one or more classrooms;

swimming pool; and

playing fields and stadiums.
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Provide direct pedestrian access to these spaces from the school. In addition, provide signed joint-use
agreements with the other organizations or agencies that stipulate how these spaces will be shared.
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WATER EFFICIENCY (WE)

WE PREREQUISITE: OUTDOOR WATER USE REDUCTION
Required

BD&C

This prerequisite applies to

New Construction

Core & Shell

Schools

Retail

Data Centers

Warehouses & Distribution Centers
Hospitality

e Healthcare

Intent
To reduce outdoor water consumption.
Requirements

NC, CS, SCHOOLS, RETAIL, DATA CENTERS, WAREHOUSES & DISTRIBUTION CENTERS, HOSPITALITY,
HEALTHCARE

Reduce outdoor water use through one of the following options. Nonvegetated surfaces, such as
permeable or impermeable pavement, should be excluded from the landscape area calculations. Athletic
fields and playgrounds (if vegetated) and food gardens may be included or excluded at the project team’s
discretion.

Option 1. No Irrigation Required

Show that the landscape does not require a permanent irrigation system beyond a maximum two-year
establishment period.

OR

Option 2. Reduced Irrigation

Reduce the project’s landscape water requirement by at least 30% from the calculated baseline for the
site’s peak watering month. Reductions must be achieved through plant species selection and irrigation

system efficiency, as calculated by the Environmental Protection Agency (EPA) WaterSense Water
Budget Tool.
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WE PREREQUISITE: INDOOR WATER USE REDUCTION

Required

BD&C

This prerequisite applies to
New Construction
Core & Shell
Schools

Retail

Data Centers

Hospitality
Healthcare

Intent

Warehouses & Distribution Centers

To reduce indoor water consumption.

Requirements

NC, CS, ScHooLS, NC-RETAIL, DATA CENTERS, WAREHOUSES & DISTRIBUTION CENTERS, NC-HOSPITALITY,

HEALTHCARE

Building Water Use

For the fixtures and fittings listed in Table 1, as applicable to the project scope, reduce aggregate water
consumption by 20% from the baseline. Base calculations on the volumes and flow rates shown in Table 1.

All newly installed toilets, urinals, private lavatory faucets, and showerheads that are eligible for labeling
must be WaterSense labeled (or a local equivalent for projects outside the U.S.).

Table 1. Baseline water consumption of fixtures and fittings

Fixture or fitting

Baseline (IP units)

Baseline (Sl units)

Toilet (water closet)*

1.6 gpf

6 Ipf

Urinal*

1.0 gpf

3.8 Ipf

Public lavatory (restroom)
faucet

0.5 gpm at 60 psi** all others except
private applications

1.9 Ipm at 415 kPa, all others
except private applications

Private lavatory faucets

2.2 gpm at 60 psi

8.3 Ipm at 415 kPa

Kitchen faucet (excluding
faucets used exclusively for
filling operations)

2.2 gpm at 60 psi

8.3 Ipm at 415 kPa

Showerhead*

2.5 gpm at 80 psi per shower stall

9.5 Ipm at 550 kPa per shower
stall
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* WaterSense label available for this

product type Ipf = liters per flush
gpf = gallons per flush Ipm = liters per minute
gpm = gallons per minute kPa = kilopascals

psi = pounds per square inch

Appliance and Process Water Use

Install appliances, equipment, and processes within the project scope that meet the requirements listed in

the tables below.

Table 2. Standards for appliances

Appliance

Requirement

Residential clothes washers

ENERGY STAR or performance equivalent

Commercial clothes washers

CEE Tier 3A

Residential dishwashers (standard and compact)

ENERGY STAR or performance equivalent

Prerinse spray valves

< 1.3 gpm (4.9 Ipm)

Ice machine

ENERGY STAR or performance equivalent and use
either air-cooled or closed-loop cooling, such as
chilled or condenser water system

gpm = gallons per minute

Ipm = liters per minute

Table 3. Standards for processes

Process

Requirement

Heat rejection and cooling

No once-through cooling with potable water for any
equipment or appliances that reject heat

Cooling towers and evaporative condensers

Equip with
e makeup water meters
e conductivity controllers and overflow alarms

o efficient drift eliminators that reduce drift to
maximum of 0.002% of recirculated water

recirculated water flow for cross-flow towers

volume for counterflow towers and 0.005% of

Healthcare, Retail, Schools, and Hospitality Only

In addition, water-consuming appliances, equipment, and processes must meet the requirements listed in

Tables 4 and 5.
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Table 4. Standards for appliances

Kitchen equipment

Requirement (IP units)

Requirement (Sl units)

Dishwasher

Undercounter | < 1.6 gal/rack < 6.0 liters/rack
Stationary, < 1.4 gal/rack < 5.3 liters/rack
single tank,

door

Single tank, |< 1.0 gal/rack < 3.8 liters/rack
conveyor

|Multiple tank, |< 0.9 gal/rack < 3.4 liters/rack
conveyor

Flight machine

< 180 gal/hour

< 680 liters/hour

Food steamer

Batch

< 6 gal/hour/pan

< 23 liters/hour/pan

Cook-to-order

<10 gal/hour/pan

< 38 liters/hour/pan

Combination
oven,

Countertop or
stand

< 3.5 gal/hour/pan

< 13 liters/hour/pan

Roll-in

< 3.5 gal/hour/pan

< 13 liters/hour/pan

Table 5. Process requirements

Discharge water temperature tempering

\Where local requirements limit discharge
temperature of fluids into drainage system, use
tempering device that runs water only when
equipment discharges hot water

OR

Provide thermal recovery heat exchanger that cools
drained discharge water below code-required
maximum discharge temperatures while
simultaneously preheating inlet makeup water

OR

If fluid is steam condensate, return it to boiler

aspirators

\Venturi-type flow-through vacuum generators or

Use no device that generates vacuum by means of
water flow through device into drain
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WE PREREQUISITE: BUILDING-LEVEL WATER METERING
Required

BD&C

This prerequisite applies to

New Construction

Core & Shell

Schools

Retail

Data Centers

Warehouses & Distribution Centers
Hospitality

Healthcare

Intent

To support water management and identify opportunities for additional water savings by tracking water
consumption.

Requirements

NC, CS, ScHoOLS, RETAIL, DATA CENTERS, WAREHOUSES & DISTRIBUTION CENTERS, HOSPITALITY,
HEALTHCARE

Install permanent water meters that measure the total potable water use for the building and associated
grounds. Meter data must be compiled into monthly and annual summaries; meter readings can be
manual or automated.

Commit to sharing with USGBC the resulting whole-project water usage data for a five-year period
beginning on the date the project accepts LEED certification or typical occupancy, whichever comes first.

This commitment must carry forward for five years or until the building changes ownership or lessee.
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WE CREDIT: OUTDOOR WATER USE REDUCTION

BD&C

1-2 points

This credit applies to

New Construction (1-2 points)
Core & Shell (1-2 points)
Schools (1-2 points)

Retail (1-2 points)

Data Centers (1-2 points)
Warehouses & Distribution Centers (1-2 points)
Hospitality (1-2 points)
Healthcare (1 point)

Intent
To reduce outdoor water consumption.
Requirements

NC, CS, SCHOOLS, RETAIL, DATA CENTERS, WAREHOUSES & DISTRIBUTION CENTERS, HOSPITALITY,
HEALTHCARE

Reduce outdoor water use through one of the following options. Nonvegetated surfaces, such as
permeable or impermeable pavement, should be excluded from landscape area calculations. Athletic
fields and playgrounds (if vegetated) and food gardens may be included or excluded at the project team’s
discretion.

Option 1. No Irrigation Required (2 points except Healthcare, 1 point Healthcare)

Show that the landscape does not require a permanent irrigation system beyond a maximum two-year
establishment period.

OR

Option 2. Reduced Irrigation (1-2 points except Healthcare, 1 point Healthcare)

Reduce the project’s landscape water requirement (LWR) by at least 50% from the calculated baseline for
the site’s peak watering month. Reductions must first be achieved through plant species selection and
irrigation system efficiency as calculated in the Environmental Protection Agency (EPA) WaterSense
Water Budget Tool.

Additional reductions beyond 30% may be achieved using any combination of efficiency, alternative water
sources, and smart scheduling technologies.

Table 1. Points for reducing irrigation water

. , Points (except Points
Percentage reduction from baseline Healthcare) (Healthcare)
50% 1 1
100% 2 —
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WE CREDIT: INDOOR WATER USE REDUCTION

BD&C

1-7 points

This credit applies to

New Construction (1-6 points)
Core & Shell (1-6 points)
Schools (1-7 points)

Retail (1-7 points)

Data Centers (1-6 points)
Warehouses & Distribution Centers (1-6 points)
Hospitality (1—6 points)
Healthcare (1-7 points)

Intent
To reduce indoor water consumption.
Requirements

NC, CS, ScHooLS, NC-RETAIL, DATA CENTERS, WAREHOUSES & DISTRIBUTION CENTERS, NC-HOSPITALITY,
HEALTHCARE

Further reduce fixture and fitting water use from the calculated baseline in WE Prerequisite Indoor Water
Use Reduction. Additional potable water savings can be earned above the prerequisite level using
alternative water sources. Include fixtures and fittings necessary to meet the needs of the occupants.
Some of these fittings and fixtures may be outside the tenant space (for Commercial Interiors) or project
boundary (for New Construction). Points are awarded according to Table 1.

Table 1. Points for reducing water use

Points
Percentage Points (SFSQ;I ?lls’
reduction (BD&C) Hospitality,
Healthcare)
25% 1 1
30% 2 2
35% 3 3
40% 4 4
45% 5 5
50% 6 -

Schools, Retail, Hospitality, and Healthcare only

Meet the percentage reduction requirements above.

AND
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Appliance and Process Water. Install equipment within the project scope that meets the minimum
requirements in Table 2, 3, 4, or 5. One point is awarded for meeting all applicable requirements in any
one table. All applicable equipment listed in each table must meet the standard.

Schools, Retail, and Healthcare projects can earn a second point for meeting the requirements of two

tables.

Table 2. Compliant commercial washing machines

To use Table 2, the project must process at least 120,000 lbs (57 606 kg) of laundry per year.

\Washing machine

Requirement (IP units)

Requirement (Sl units)

On-premise, minimum capacity
2,400 Ibs (1 088 kg) per 8-hour
shift

[Maximum 1.8 gals per pound *

Maximum 7 liters per 0.45
kilograms *

* Based on equal quantities of heavy, medium, and light soil laundry.

Table 3. Standards for commercial kitchen equipment

To use Table 3, the project must serve at least 100 meals per day of operation. All process and appliance

equipment listed in the category of kitchen equipment and present on the project must comply with the

standards.

Kitchen equipment

Requirement (IP units)

Requirement (Sl units)

Dishwasher Undercounter

ENERGY STAR

ENERGY STAR or performance
equivalent

Stationary,
single tank,
door

ENERGY STAR

ENERGY STAR or performance
equivalent

Single tank,
conveyor

ENERGY STAR

ENERGY STAR or performance
equivalent

[Multiple tank,
conveyor

ENERGY STAR

ENERGY STAR or performance
equivalent

Flight machine|ENERGY STAR

ENERGY STAR or performance
equivalent

Food steamer |Batch (no
drain

connection)

< 2 gal/hour/pan including
condensate cooling water

< 7.5 liters/hour/pan including
condensate cooling water

Cook-to-order

< 5 gal/hour/pan including
condensate cooling water

<19 liters/hour/pan including
condensate cooling water

(with drain

connection)
Combination Countertop or
oven, stand

< 1.5 gal/hour/panincluding
condensate cooling water

< 5.7 liters/hour/pan including
condensate cooling water
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Roll-in < 1.5 gal/hour/pan including < 5.7 liters/hour/pan including
condensate cooling water condensate cooling water
Food waste Disposer 3-8 gpm, full load condition, 10 11-30 Ipm, full load condition,
disposer minute automatic shutoff; or 1 gpm,| 10-min automatic shutoff; or 3.8
no-load condition Ipm, no-load condition
Scrap [Maximum 2 gpm makeup water Maximum 7.6 I[pm makeup water
collector
Pulper [Maximum 2 gpm makeup water Maximum 7.6 I[pm makeup water
Strainer No additional water usage No additional water usage
basket

gpm = gallons per minute
gph = gallons per hour
Ipm = liters per minute
Iph = liters per hour

Table 4. Compliant laboratory and medical equipment

To use Table 4, the project must be a medical or laboratory facility.

Lab equipment

Requirement (IP units)

Requirement (Sl units)

Reverse-osmosis water purifier

75% recovery

75% recovery

Steam sterilizer

For 60-inch sterilizer, 6.3 gal/U.S.
tray

For 48-inch sterilizer, 7.5 gal/U.S.
tray

For 1520-mm sterilizer, 28.5
liters/DIN tray

For 1220-mm sterilizer, 28.35
liters/DIN tray

Sterile process washer

0.35 gal/U.S. tray

1.3 liters/DIN tray

X-ray processor, 150 mm or
more in any dimension

Film processor water recycling unit

Digital imager, all sizes

No water use

Table 5. Compliant municipal steam systems

To use Table 5, the project must be connected to a municipal or district steam system that does not allow

the return of steam condensate.

Steam system

Standard

Steam condensate disposal

Cool municipally supplied steam condensate (no return) to
drainage system with heat recovery system or reclaimed water

OR

Reclaim and use steam condensate

| 100% recovery and reuse
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WE CREDIT: COOLING TOWER WATER USE

BD&C

1-2 points

This credit applies to

New Construction (1-2 points)
Core & Shell (1-2 points)
Schools (1-2 points)

Retail (1-2 points)

Data Centers (1-2 points)
Warehouses & Distribution Centers (1-2 points)
Hospitality (1-2 points)
Healthcare (1-2 points)

Intent

To conserve water used for cooling tower makeup while controlling microbes, corrosion, and scale in the

condenser water system.

Requirements

NC, CS, SCcHOOLS, RETAIL, DATA CENTERS, WAREHOUSES & DISTRIBUTION CENTERS, HOSPITALITY,

HEALTHCARE,

For cooling towers and evaporative condensers, conduct a one-time potable water analysis, measuring at

least the five control parameters listed in Table 1.

Table 1. Maximum concentrations for parameters in condenser water

Parameter Maximum level
Ca (as CaCO:s) 1000 ppm
Total alkalinity 1000 ppm
SiO2 100 ppm

Cl- 250 ppm
Conductivity 2000 uS/cm

ppm = parts per million
pHS/cm = micro siemens per centimeter

Calculate the number of cooling tower cycles by dividing the maximum allowed concentration level of
in the potable makeup water.
Limit cooling tower cycles to avoid exceeding maximum values for any of these parameters.

each parameter by the actual concentration level of each parameter found

Table 2. Points for cooling tower cycles

of 10 cycles)

Cooling tower cycles Points
Maximum number of cycles achieved without exceeding any filtration
levels or affecting operation of condenser water system (up to maximum |1
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IAchieve a minimum 10 cycles by increasing the level of treatment in
condenser or make-up water

OR 2

Meet the minimum number of cycles to earn 1 point and use a minimum
20% recycled nonpotable water
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WE CREDIT: WATER METERING

BD&C
1 point

This credit applies to

Intent

New Construction (1 point)

Core & Shell (1 point)

Schools (1 point)

Retall (1 point)

Data Centers (1 point)

Warehouses & Distribution Centers (1 point)
Hospitality (1 point)

Healthcare (1 point)

To support water management and identify opportunities for additional water savings by tracking water
consumption.

Requirements

NC, CS, SCcHOOLS, RETAIL, DATA CENTERS, WAREHOUSES & DISTRIBUTION CENTERS, HOSPITALITY,

HEALTHCARE

Install permanent water meters for two or more of the following water subsystems, as applicable to the

project:

Irrigation. Meter water systems serving at least 80% of the irrigated landscaped area. Calculate
the percentage of irrigated landscape area served as the total metered irrigated landscape area
divided by the total irrigated landscape area. Landscape areas fully covered with xeriscaping or
native vegetation that requires no routine irrigation may be excluded from the calculation.

Indoor plumbing fixtures and fittings. Meter water systems serving at least 80% of the indoor
fixtures and fitting described in WE Prerequisite Indoor Water Use Reduction, either directly or by
deducting all other measured water use from the measured total water consumption of the
building and grounds.

Domestic hot water. Meter water use of at least 80% of the installed domestic hot water heating
capacity (including both tanks and on-demand heaters).

Boiler with aggregate projected annual water use of 100,000 gallons (378 500 liters) or more, or
boiler of more than 500,000 BtuH (150 kW). A single makeup meter may record flows for multiple
boilers.

Reclaimed water. Meter reclaimed water, regardless of rate. A reclaimed water system with a
makeup water connection must also be metered so that the true reclaimed water component can
be determined.

Other process water. Meter at least 80% of expected daily water consumption for process end
uses, such as humidification systems, dishwashers, clothes washers, pools, and other
subsystems using process water.

Healthcare Projects only

In addition to the requirements above, install water meters in any five of the following:

purified water systems (reverse-osmosis, de-ionized);
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filter backwash water;

water use in dietary department;

water use in laundry;

water use in laboratory;

water use in central sterile and processing department;

water use in physiotherapy and hydrotherapy and treatment areas;
water use in surgical suite;

closed-looped hydronic system makeup water; and

cold-water makeup for domestic hot water systems.
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ENERGY AND ATMOSPHERE

EA PREREQUISITE: FUNDAMENTAL COMMISSIONING AND VERIFICATION
Required

BD&C

This prerequisite applies to

New Construction

Core & Shell

Schools

Retail

Data Centers

Warehouses & Distribution Centers
o Hospitality

e Healthcare

Intent

To support the design, construction, and eventual operation of a project that meets the owner’s project
requirements for energy, water, indoor environmental quality, and durability.

Requirements

NC, CS, ScHOOLS, RETAIL, DATA CENTERS, WAREHOUSES & DISTRIBUTION CENTERS, HOSPITALITY,
HEALTHCARE

Commissioning Process Scope

Complete the following commissioning (Cx) process activities for mechanical, electrical, plumbing, and
renewable energy systems and assemblies, in accordance with ASHRAE Guideline 0-2005 and ASHRAE
Guideline 1.1-2007 for HVAC&R Systems, as they relate to energy, water, indoor environmental quality,
and durability.

Requirements for exterior enclosures are limited to inclusion in the owner’s project requirements (OPR)
and basis of design (BOD), as well as the review of the OPR, BOD and project design. NIBS Guideline 3-
2012 for Exterior Enclosures provides additional guidance.

e Develop the OPR.
e Develop a BOD.

The commissioning authority (CxA) must do the following:

Review the OPR, BOD, and project design.

Develop and implement a Cx plan.

Confirm incorporation of Cx requirements into the construction documents.
Develop construction checklists.

Develop a system test procedure.

Verify system test execution.

Maintain an issues and benefits log throughout the Cx process.

Prepare a final Cx process report.

Document all findings and recommendations and report directly to the owner throughout the
process.

The review of the exterior enclosure design may be performed by a qualified member of the design or
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construction team (or an employee of that firm) who is not directly responsible for design of the building
envelope.

Commissioning Authority
By the end of the design development phase, engage a commissioning authority with the following
qualifications.

e The CxA must have documented commissioning process experience on at least two building
projects with a similar scope of work. The experience must extend from early design phase
through at least 10 months of occupancy;

e The CxA may be a qualified employee of the owner, an independent consultant, or an employee
of the design or construction firm who is not part of the project’s design or construction team, or a
disinterested subcontractor of the design or construction team.

o For projects smaller than 20,000 square feet (1 860 square meters), the CxA may be a
qualified member of the design or construction team. In all cases, the CxA must report
his or her findings directly to the owner.

Project teams that intend to pursue EA Credit Enhanced Commissioning should note a difference in the
CxA qualifications: for the credit, the CxA may not be an employee of the design or construction firm nor a
subcontractor to the construction firm.

Current Facilities Requirements and Operations and Maintenance Plan
Prepare and maintain a current facilities requirements and operations and maintenance plan that contains
the information necessary to operate the building efficiently. The plan must include the following:

a sequence of operations for the building;
the building occupancy schedule;

e equipment run-time schedules;

e setpoints for all HYAC equipment;

¢ set lighting levels throughout the building;

e minimum outside air requirements;

e any changes in schedules or setpoints for different seasons, days of the week, and times of day;
e asystems narrative describing the mechanical and electrical systems and equipment;

e a preventive maintenance plan for building equipment described in the systems narrative; and

e acommissioning program that includes periodic commissioning requirements, ongoing

commissioning tasks, and continuous tasks for critical facilities.

Data Centers only

For small projects with computer room peak cooling loads less than 2,000,000 Btu/h (600 kW) or a total
computer room peak cooling load less than 600,000 Btu/h (175 kW), the CxA may be a qualified
employee of the design or construction team.
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EA PREREQUISITE: MINIMUM ENERGY PERFORMANCE
Required

BD&C

This prerequisite applies to

New Construction

Core & Shell

Schools

Retail

Data Centers

Warehouses & Distribution Centers
Hospitality

Healthcare

Intent

To reduce the environmental and economic harms of excessive energy use by achieving a minimum level
of energy efficiency for the building and its systems.

Requirements

NC, CS, ScHOOLS, RETAIL, WAREHOUSES & DISTRIBUTION CENTERS, HOSPITALITY, HEALTHCARE

Option 1. Whole-Building Energy Simulation

Demonstrate an improvement of 5% for new construction, 3% for major renovations, or 2% for core and
shell projects in the proposed building performance rating compared with the baseline building
performance rating. Calculate the baseline building performance according to ANSI/ASHRAE/IESNA
Standard 90.1-2010, Appendix G, with errata (or a USGBC-approved equivalent standard for projects
outside the U.S.), using a simulation model.

Projects must meet the minimum percentage savings before taking credit for renewable energy systems.

The proposed design must meet the following criteria:
e compliance with the mandatory provisions of ANSI/ASHRAE/IESNA Standard 90.1-2010, with
errata (or a USGBC-approved equivalent standard for projects outside the U.S.);
e inclusion of all energy consumption and costs within and associated with the building project;
and
e comparison against a baseline building that complies with Standard 90.1-2010, Appendix G,
with errata (or a USGBC-approved equivalent standard for projects outside the U.S.).

Document the energy modeling input assumptions for unregulated loads. Unregulated loads should be
modeled accurately to reflect the actual expected energy consumption of the building.

If unregulated loads are not identical for both the baseline and the proposed building performance rating,
and the simulation program cannot accurately model the savings, follow the exceptional calculation
method (ANSI/ASHRAE/IESNA Standard 90.1-2010, G2.5). Alternatively, use the COMNET Modeling
Guidelines and Procedures to document measures that reduce unregulated loads.

Retail only

For Option 1, Whole-Building Energy Simulation, process loads for retail may include refrigeration
equipment, cooking and food preparation, clothes washing, and other major support appliances. Many of
the industry standard baseline conditions for commercial kitchen equipment and refrigeration are defined
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in Appendix 3, Tables 1-4. No additional documentation is necessary to substantiate these predefined
baseline systems as industry standard.

OR
Option 2. Prescriptive Compliance: ASHRAE 50% Advanced Energy Design Guide

Comply with the mandatory and prescriptive provisions of ANSI/ASHRAE/IESNA Standard 90.1-2010,
with errata (or a USGBC-approved equivalent standard for projects outside the U.S.).

Comply with the HVAC and service water heating requirements, including equipment efficiency,
economizers, ventilation, and ducts and dampers, in Chapter 4, Design Strategies and Recommendations
by Climate Zone, for the appropriate ASHRAE 50% Advanced Energy Design Guide and climate zone:

¢ ASHRAE 50% Advanced Energy Design Guide for Small to Medium Office Buildings, for office
buildings smaller than 100,000 square feet (9 290 square meters);

e ASHRAE 50% Advanced Energy Design Guide for Medium to Large Box Retail Buildings, for
retail buildings with 20,000 to 100,000 square feet (1 860 to 9 290 square meters);

o ASHRAE 50% Advanced Energy Design Guide for K—12 School Buildings; or

¢ ASHRAE 50% Advanced Energy Design Guide for Large Hospitals, for hospitals over 100,000
square feet (9 290 square meters).

For projects outside the U.S., consult ASHRAE/ASHRAE/IESNA Standard 90.1-2010, Appendixes B and
D, to determine the appropriate climate zone.

OPTION 3. Prescriptive Compliance: Advanced Buildings™ Core Performance™ Guide
Comply with the mandatory and prescriptive provisions of ANSI/ASHRAE/IESNA Standard 90.1-2010,
with errata (or USGBC approved equivalent standard for projects outside the U.S.).

Comply with Section 1: Design Process Strategies, Section 2: Core Performance Requirements, and the
following three strategies from Section 3: Enhanced Performance Strategies, as applicable. Where
standards conflict, follow the more stringent of the two. For projects outside the U.S., consult
ANSI/ASHRAE/IESNA Standard 90.1-2010, Appendixes B and D, to determine the appropriate climate
zone.

3.5 Supply Air Temperature Reset (VAV)
3.9 Premium Economizer Performance
3.10 Variable Speed Control

To be eligible for Option 3, the project must be less than 100,000 square feet (9 290 square meters).

Note: Healthcare, warehouse or laboratory projects are ineligible for Option 3.

DATA CENTERS

Whole-Building Energy Simulation

Demonstrate a 5% improvement in the proposed performance rating over the baseline performance
rating. To determine total energy cost savings, create two models, one for building energy cost and the
other for IT equipment energy cost. Calculate the baseline building performance according to
ANSI/ASHRAE/IESNA Standard 90.1-2010, Appendix G, with errata (or a USGBC-approved equivalent
standard for projects outside the U.S.), using a simulation model for the whole building and data center
modeling guidelines.

Determine the power utilization effectiveness (PUE) value of the proposed design.
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For this prerequisite, a minimum of 2% of the 5% energy savings must come from building power and
cooling infrastructure.

Projects must meet the minimum percentage savings before taking credit for renewable energy systems.
The proposed design must meet the following criteria:

e compliance with the mandatory provisions of ANSI/ASHRAE/IESNA Standard 90.1-2010, with
errata (or a USGBC-approved equivalent standard for projects outside the U.S.);

e inclusion of all energy consumption and costs within and associated with the building project;
and

e comparison against a baseline building that complies with ANSI/ASHRAE/IESNA Standard
90.1-2010, Appendix G, with errata (or a USGBC-approved equivalent standard for projects
outside the U.S.), and data center modeling guidelines.

For data centers, regulated energy includes cooling units for computer and data processing rooms, critical
power conditioning equipment, critical distribution equipment, heat rejection plants, and mechanical and
electrical support rooms.

Include in process loads both the unregulated load and the IT equipment load. The IT load comprises
critical systems and electrical power transformation, which may include servers, storage and networking
power use, and operations affecting monthly server CPU utilization percentages.

Develop two sets of IT load models using two scenarios, one at the maximum estimated IT load rating
and the second at the startup IT rating expected at the time of commissioning.

Document the energy modeling input assumptions for unregulated loads. Unregulated loads should be
modeled accurately to reflect the actual expected energy consumption of the building.

If unregulated loads are not identical for both the baseline and the proposed building performance rating,
and the simulation model cannot accurately model the savings, follow the exceptional calculation method
(ANSI/ASHRAE/IESNA Standard 90.1-2010, G2.5) to document measures that reduce unregulated
loads.
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EA PREREQUISITE: BUILDING-LEVEL ENERGY METERING
Required

BD&C

This prerequisite applies to

New Construction

Core & Shell

Schools

Retail

Data Centers

Warehouses & Distribution Centers
Hospitality

Healthcare

Intent

To support energy management and identify opportunities for additional energy savings by tracking
building-level energy use.

Requirements

NC, ScHoOLS, RETAIL, DATA CENTERS, WAREHOUSES & DISTRIBUTION CENTERS, HOSPITALITY, HEALTHCARE

Install new or use existing building-level energy meters, or submeters that can be aggregated to provide
building-level data representing total building energy consumption (electricity, natural gas, chilled water,
steam, fuel oil, propane, biomass, etc). Utility-owned meters capable of aggregating building-level
resource use are acceptable.

Commit to sharing with USGBC the resulting energy consumption data and electrical demand data (if
metered) for a five-year period beginning on the date the project accepts LEED certification. At a
minimum, energy consumption must be tracked at one-month intervals.

This commitment must carry forward for five years or until the building changes ownership or lessee.
S

Install new or use existing base building-level energy meters, or submeters that can be aggregated to
provide base building-level data representing total building energy consumption (electricity, natural gas,
chilled water, steam, fuel oil, propane, etc.). Utility-owned meters capable of aggregating base building-
level resource use are acceptable.

Commit to sharing with USGBC the resulting energy consumption data and electrical demand data (if
metered) for a five-year period beginning on the date the project accepts LEED certification or typical
occupancy, whichever comes first. At a minimum, energy consumption must be tracked at one-month
intervals.

This commitment must carry forward for five years or until the building changes ownership or lessee.
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EA PREREQUISITE: FUNDAMENTAL REFRIGERANT MANAGEMENT
Required

BD&C

This prerequisite applies to

New Construction

Core & Shell

Schools

Retail

Data Centers

Warehouses & Distribution Centers
Hospitality

Healthcare

Intent
To reduce stratospheric ozone depletion.

Requirements

NC, CS, SCHOOLS, RETAIL, DATA CENTERS, WAREHOUSES & DISTRIBUTION CENTERS, HOSPITALITY,
HEALTHCARE

Do not use chlorofluorocarbon (CFC)-based refrigerants in new heating, ventilating, air-conditioning, and
refrigeration (HVAC&R) systems. When reusing existing HVAC&R equipment, complete a comprehensive
CFC phase-out conversion before project completion. Phase-out plans extending beyond the project
completion date will be considered on their merits.

Existing small HVAC&R units (defined as containing less than 0.5 pound [225 grams] of refrigerant) and
other equipment, such as standard refrigerators, small water coolers, and any other equipment that
contains less than 0.5 pound (225 grams) of refrigerant, are exempt.
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EA CREDIT: ENHANCED COMMISSIONING

BD&C

2-6 points

This credit applies to

New Construction (2-6 points)
Core & Shell (2-6 points)
Schools (2-6 points)

Retail (2-6 points)

Data Centers (2-6 points)
Warehouses & Distribution Centers (2-6 points)
Hospitality (2-6 points)
Healthcare (2-6 points)

Intent

To further support the design, construction, and eventual operation of a project that meets the owner’s
project requirements for energy, water, indoor environmental quality, and durability.

Requirements

NC, CS, SCcHOOLS, RETAIL, DATA CENTERS, WAREHOUSES & DISTRIBUTION CENTERS, HOSPITALITY,
HEALTHCARE

Implement, or have in place a contract to implement, the following commissioning process activities in
addition to those required under EA Prerequisite Fundamental Commissioning and Verification.

Commissioning Authority
e The CxA must have documented commissioning process experience on at least two building
projects with a similar scope of work. The experience must extend from early design phase
through at least 10 months of occupancy;
e The CxA may be a qualified employee of the owner, an independent consultant, or a disinterested
subcontractor of the design team.

Option 1. Enhanced Systems Commissioning (3-4 points)
Path 1: Enhanced Commissioning (3 points)

Complete the following commissioning process (CxP) activities for mechanical, electrical, plumbing, and
renewable energy systems and assemblies in accordance with ASHRAE Guideline 0-2005 and ASHRAE
Guideline 1.1-2007 for HVAC&R systems, as they relate to energy, water, indoor environmental quality,
and durability.

The commissioning authority must do the following:

Review contractor submittals.

Verify inclusion of systems manual requirements in construction documents.

Verify inclusion of operator and occupant training requirements in construction documents.
Verify systems manual updates and delivery.

Verify operator and occupant training delivery and effectiveness.

Verify seasonal testing.

Review building operations 10 months after substantial completion.

Develop an on-going commissioning plan.

Include all enhanced commissioning tasks in the OPR and BOD.
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OR

Path 2: Enhanced and Monitoring-Based Commissioning (4 points)
Achieve Path 1.

AND

Develop monitoring-based procedures and identify points to be measured and evaluated to assess
performance of energy- and water-consuming systems.

Include the procedures and measurement points in the commissioning plan. Address the following:

e roles and responsibilities;

e measurement requirements (meters, points, metering systems, data access);

e the points to be tracked, with frequency and duration for trend monitoring;

¢ the limits of acceptable values for tracked points and metered values (where appropriate,
predictive algorithms may be used to compare ideal values with actual values);

o the elements used to evaluate performance, including conflict between systems, out-of-sequence
operation of systems components, and energy and water usage profiles;

e an action plan for identifying and correcting operational errors and deficiencies;

e training to prevent errors;

¢ planning for repairs needed to maintain performance; and

o the frequency of analyses in the first year of occupancy (at least quarterly).

Update the systems manual with any modifications or new settings, and give the reason for any
modifications from the original design.

AND/OR
Option 2. Envelope Commissioning (2 points)

Fulfill the requirements in EA Prerequisite Fundamental Commissioning and Verification as they apply to
the building’s thermal envelope in addition to mechanical and electrical systems and assemblies.

Complete the following commissioning process (CxP) activities for the building’s thermal envelope in
accordance with ASHRAE Guideline 0—2005 and the National Institute of Building Sciences (NIBS)
Guideline 3—2012, Exterior Enclosure Technical Requirements for the Commissioning Process, as they
relate to energy, water, indoor environmental quality, and durability.

Commissioning authority must complete the following:

Review contractor submittals.

Verify inclusion of systems manual requirements in construction documents.

Verify inclusion of operator and occupant training requirements in construction documents.
Verify systems manual updates and delivery.

Verify operator and occupant training delivery and effectiveness.

Verify seasonal testing.

Review building operations 10 months after substantial completion.

Develop an on-going commissioning plan.

Data Centers only

Projects that select Option 1 must complete the following commissioning process.
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For small projects with peak cooling loads less than 2,000,000 Btu/h (600 kW), or a total computer room
peak cooling load less than 600,000 Btu/h (175 kW), the CxA must perform the following activities:
e conduct at least one commissioning verification review of the owner’s project requirements, basis
of design, and design documents before mid-construction documents development;
e back-check the review comments in all subsequent design submissions; and
e conduct an additional full verification review at 95% completion of the design documents and
basis of design.

For projects with peak cooling loads 2,000,000 Btu/h (600 kW) or more, or a total computer room peak
cooling load 600,000 Btu/h (175 kW) or more, the CxA must conduct at least three verification reviews of
the basis of design:
¢ one verification review of design documents before the start of design development;
e one verification review of design documents before midconstruction documents; and
e one final verification review of 100% complete design documents, verifying achievement of the
owner’s project requirements and adjudication of previous review comments.
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EA CREDIT: OPTIMIZE ENERGY PERFORMANCE

BD&C

1-20 points

This credit applies to

New Construction (1-18 points)
Core & Shell (1-18 points)
Schools (1-16 points)

Retalil (1-18 points)

Data Centers (1-18 points)
Warehouses & Distribution Centers (1-18 points)
Hospitality (1-18 points)
Healthcare (1-20 points)

Intent

To achieve increasing levels of energy performance beyond the prerequisite standard to reduce
environmental and economic harms associated with excessive energy use.

Requirements

NC, CS, ScHoOLS, RETAIL, WAREHOUSES & DISTRIBUTION CENTERS, HOSPITALITY, HEALTHCARE

Establish an energy performance target no later than the schematic design phase. The target must be
established as kBtu per square foot-year (kW per square meter-year) of source energy use.

Choose one of the options below.

Option 1. Whole-Building Energy Simulation (1-18 points except Schools and Healthcare, 1-16
points Schools, 1-20 points Healthcare)

Analyze efficiency measures during the design process and account for the results in design decision
making. Use energy simulation of efficiency opportunities, past energy simulation analyses for similar
buildings, or published data (e.g., Advanced Energy Design Guides) from analyses for similar buildings.

Analyze efficiency measures, focusing on load reduction and HVAC-related strategies (passive measures
are acceptable) appropriate for the facility. Project potential energy savings and holistic project cost
implications related to all affected systems.

Project teams pursuing the Integrative Process credit must complete the basic energy analysis for that
credit before conducting the energy simulation.

Follow the criteria in EA Prerequisite Minimum Energy Performance to demonstrate a percentage
improvement in the proposed building performance rating compared with the baseline. Points are
awarded according to Table 1.

Table 1. Points for percentage improvement in energy performance

Points Points Points Schools
New (except Healthcare
Construction Major Renovation Core and Shell | Schools,

Healthcare)

6% 4% 3% 1 3 1
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8% 6% 5% 2 4 2
10% 8% 7% 3 5 3
12% 10% 9% 4 6 4
14% 12% 11% 5 7 5
16% 14% 13% 6 8 6
18% 16% 15% 7 9 7
20% 18% 17% 8 10 8
22% 20% 19% 9 11 9
24% 22% 21% 10 12 10
26% 24% 23% 11 13 11
29% 27% 26% 12 14 12
32% 30% 29% 13 15 13
35% 33% 32% 14 16 14
38% 36% 35% 15 17 15
42% 40% 39% 16 18 16
46% 44% 43% 17 19 -
50% 48% 47% 18 20 -
Retail only

For all process loads, define a clear baseline for comparison with the proposed improvements. The
baselines in Appendix 3, Tables 1-4, represent industry standards and may be used without additional
documentation. Calculate the baseline and design as follows:

OR

Appliances and equipment. For appliances and equipment not covered in Tables 14, indicate
hourly energy use for proposed and budget equipment, along with estimated daily use hours. Use
the total estimated appliance/equipment energy use in the energy simulation model as a plug
load. Reduced use time (schedule change) is not a category of energy improvement in this credit.
ENERGY STAR ratings and evaluations are a valid basis for performing this calculation.

Display lighting. For display lighting, use the space-by-space method of determining allowed
lighting power under ANSI/ASHRAE/IESNA Standard 90.1-2010, with errata (or a USGBC-
approved equivalent standard for projects outside the U.S.), to determine the appropriate
baseline for both the general building space and the display lighting.

Refrigeration. For hard-wired refrigeration loads, model the effect of energy performance
improvements with a simulation program designed to account for refrigeration equipment.

Option 2. Prescriptive Compliance: ASHRAE Advanced Energy Design Guide (1-6 points)

To be eligible for Option 2, projects must use Option 2 in EA Prerequisite Minimum Energy Performance.
Implement and 